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LOCATE THE FOUR PULL BOXES SHOWN EAST
OF THE EXISTING ELECTRIC SERVICE-SHELTER
TO THE SOUTH OF THE SHELTER TO BE CLEAR
OF THE GRAVEL DRIVE, ADJUST-THE CONDUIT
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NOTES:

A”V ELECTRICAL SITE PLAN
SCALE 1"=10"-0

(SEE ALSO SITE PLAN SHEET C-01)

1— PROVIDE LEVEL TRANSDUCER IN EACH LEACHATE TANK, EXTEND SHIELDED
CABLE IN 3/4" C. TO JUNCTION BOX ON CONTROL PANEL SHELTER. EXTEND
m,r_.h“mo_%_.mmw CABLE TO TRANSDUCER PANELS AT EXISTING SERVICE SHELTER AS
INDI .



